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ITEM CURRENT MONTH YEAR-TO-DATE
Water Produced / Gallons: 60,564,000 130,140,000
Backwash / Gallons: 2,156,000 4,543,000
Backwash ( Number of Filters): 28 59
Actiflow Flushing / Gallons: 10,600 21,200
Daily Laboratory Test / Reports ( Number ): 840 1,770
Pump Station Check 196 413
Pump Station Maintenance 8 16
Chemicals Used Chemicals Used

Permanginate Used / LBS. 112 277
Coagulant Used / LBS. 4,276 9,212
Polymer Used /LBS. 49 112
Silica Sand Used / LBS. 1,350
Filter Aid Used 598 1,289
Caustic Used / LBS. 6,747 15,222
Chlorine Used / LBS. 13,782 28,730
Fluoride Used / LBS. 2,154 4,640
Orthophosphate Used / LBS. 915 1,972
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